
re Station Officcr 

MC Kaithal 

3) 

VILLAGE KANGTHALI DISTT KAITHAL 

s GURU NANAK SHIKSHA SAMITI 

Memo No. FS/2022/20 dated: 24/08/2022 

ect: Approval of fire fighting scheme Under 15 mtrs. from the fire safety point of view for Group B 
Educatiunal Building at VILLAGE KANGTHHALI DISTT KAITHAL of GURU NANAK GLOBAL 
SCHOOL: 

elerence your Transaction ld 090542223000020 dated: 07/08/2022 on the subject cited above. 
Your case for the approval of fire fighting scheme has been exanined by the team of Fire Station Officers, Kaithal, .The means of 

ESCape and Fire Protection system were checked and found as per the National Building Code of India, Part- IV guidelines.Therefore 
sou poposed fire tighting v¢heme is hereby approved as per following detail from thc fire safcty point of vicw with the following 

Tower Name 

SCHOOL BLOCK 

Tower Name 

Floor Detail 

competenl aubority. 

G+01 

Basement Leve! 

NIL 

Terrace Height of Last Livable Ground Coverage 
Floor(ln Meters) 
7.77 MTRS 

Basement Area 

NIL 

1) The proposed firc fighting scheme is approved as submitted in the building plan subject to the approval of building plan by the 
2) lhe pproval of fire scheme by this office doesn't absolve the firm from his responsibility from all consequences, in case of fire 

due to any deficiencies or anything left out in the scheme submitted by you. 

889.03 SQM 

Basement Remarks 

NIL 

Overhead & underground water tanks provided for firefighting shall be so constructed in such a way that the domestic water tank 
shall filled from overflow of the fire Water tanks. 

4) As sOon as the installations of fire fighting arrangements are completed, the same may be got in[pected/ tested and clearance 
should be obtaned from his officc. 

o) IT the nlrngenent of Bvelaws remains un- noticcd the Authority reserves thc right to amend the Plans/Fire Fighting Scheme as 
nd when any such mtrngenment comes to notice after giving an opportunity of being heard and the Authority shall stand 
Indemnilicd against any claim on this account. 

F) The staircasc shall be made with the specified material enabling it non-slippery. 

) If you fail to comply with any of the above ternns & conditions you will be liable to be punished. as per Chapter-I[I Section 31 Sub-Section I & 2 of Fire Act 2009 i.e. imprisonment for a term which may extend to three month or fine which may extend to five thousand rupees or both. 

Thc albove Fire Fight1ng Schemc is valid for Two Year from the date of issue of this letter. 

1: : heen cle: md lalse celing is more than 800 mm then upright sprinkler and dctectors above falsc ceiling & pendent 

Guru Nanak Global S:. Soc. School 
Kanghali (Kaithal) 

Remarks:- APPROVED BY DMC KAITHAL WIDE LATTER NO 11831 DATED 24 08 2022 

Fire Station Officer, 
MC Kaithal 

Exercising the power of Director, Fire Services, Haryana 

Digitally signed by GURMAIL 
sIGGH BÔUSHLA 
Date: 2022.08.24 13:23:53 +05:30 
Reason: Digital Verification 

President 
Guru Nanak Shiksha Samiti 
Kangthati (Kaithal) 

sprnkler below false ceiling shall be installed in the building 
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